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WARNING: Reversed polarity
may cause equipment damage!

------ New wire supplied by installer
= Solderless connector (wire nut)

*L1is 120V
* N is 120V Neutral
M is 120V if the motor is running
.. . T1is 120V if there is a call for heat
Important Wiring Information: T2is 120V Neutral

Ensure motor and control kit are T3 is 120V if there is a call for heat
properly grounded to power source
prior to energizing unit.
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