Typical Furnace Control Board —BK

Wired in 120V Burner Circuit
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ﬁ S New wire supplied by installer
9< = Solderless connector (wire nut)
S\ CK-63
¢ E s L1is 120V
2 N is 120V Neutral
: M is 120V if the motor is running
o Yelow T1is 120V if there is a call for heat
mode wire T2is 120V Neutral
120 vac 24w T3 is 120V if there is a call for heat
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